MAXIMUM TAPPING SLEEVE LENGTH

MAIN & TAP
(IN. NOMINAL)

LENGTH
(ALONG RUN)

6x6, 6x3, 6x4, 6x2 18"
8x2, 8x3, 8x4, 8x6 19"
8x8 21"
10x2, 10x3, 10x4, 10x6 19"
10x8, 10x10 23"
12x2, 12x3, 12x5, 12x6 19"
12x8 21"
12x10, 12x12 25"

NOTES:

1. ALL TAPPING SLEEVES AND VALVES SHALL BE

HYDROSTATICALLY TESTED PRIOR TO TAP

2. SEE DWG. NO. 122 FOR TAPPING SLEEVE
INSTALLATION DETAILS

3. WORKMEN INSTALLING TAPPING SLEEVE AND VALVE
SHALL FOLLOW MANUFACTURER’S INSTALLATION
PROCEDURES AND THE REQUIRMENTS OF FULTON

COUNTY ENGINEER’S OFFICE.
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