-1" METER

R/W

TWO COURSES OF BRICK
(8 BRICKS EACH COURSE) |\

TYPE K COPPER

U_._.Onl\‘

18" MIN] COVER

PLASTIC METER BOX
w/ CAST IRON COVER

NOTE:

SERVICE SHALL HAVE 18" MIN.
AT METER, AND 30" MIN. COVER
BETWEEN MAIN AND METER

AT QITCH

DEPTH AS SPECIFIED

SERVICE TUBING

MAINTAIN 4' DEPTH TO AVOID
CONFLICT WITH OTHER UTILITIES

NOTES:

CORPORATION ooox.\.

_|_NPRL

DIRECT TAP & FLARED FITTINGS

1.SERVICE LINE SHALL BE 1" FROM MAIN TO METER

2. USE ALL FLARE JOINTS

3. INSTALLATION SHALL ALLOW ADEQUATE ROOM TO
REMOVE AND/OR REPAIR METER

4. METER BOX SHALL BE APPROXIMATELY 18" x 24"

5. TYPE K COPPER SERVICE LINE MUST BE CONTINUOUS FROM
METER TO MAIN

DATE

[8/08 [NRR

REVISIONS

DATE

REVISIONS

FULTON COUNTY STANDARD DETAIL 602

DGS/DRN/CHKD: CMS

1" METER INSTALLATION

APPROVED: ML

DATE: 12-2-05
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FULTON COUNTY PUBLIC WORKS
141 PRYOR ST. ATLANTA, GA. 30303
404—-612—7400 FAX: 404—224-0498

AWING NO.

602




