
NOTES:

1. SEE ANCHOR RODDING DETAIL #818. GRADE-LOCS CAN BE USED

TO ADJUST HYDRANTS TO PROPER BURY DEPTH.
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DRAWING NO.

HYDRANT ASSEMBLY DETAIL

NTS

FULTON COUNTY STANDARD DETAIL 816

HYDRANT ASSEMBLY DETAIL

816

WATER MAIN

HYDRANT VALVE ANCHORING TEE

W/ INTEGRALLY CAST STANDARD MJ

GLAND ON 6" PLAIN END BRANCH

6" MJ VALVE

STANDARD MEGA-LUGS

STANDARD MJ GASKETS

WATER MAIN

GRADELOK STYLE

6" CONNECTING PIECE W/ INTEGRALLY

CAST STANDARD MJ GLANDS

FIRE HYDRANT

13" - 24" - 36" - 48" - 60"

LENGTHS AVAILABLE

11.75"- 8" X 6" TEES

13.75" - 10" X 6" TEES

14.75" - 12" X 6" TEES

17.75" - 16" X 6" TEES

19.75" - 20" X 6" TEES

21.75" - 24" X 6" TEES
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